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ELEVATION & SECTION A-A

VALVE BOX WEIGHT 41 1bs.

NOTES:
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BOTTOM VIEW

TOP FOR VALVE BOX 10 1/2 1bs.

1) VALVE BOX EXTENSION SHALL BE 6" DIAMETER SOIL PIPE.
B) EXTENSION 70 BE ONE SOLID PIECE OF PIPE UNLESS BURIAL DEPTH IS GREATER THAN STANDARD

LENGTH OF PIPE.
3) LETTER HEIGHT 3-1/2".
4) COUNTERSINK LETTER 3/16".
5) TO BE USED IN PAVED OR NON-PAVED AREAS.
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